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NOTE TO THE DESIGNER:

* SEE NOTE TO 
THE DESIGNER

* HIGH PRESSURE CONDENSATE DISCHARGE
FROM THE TRAP WILL NOT BE DIRECTLY
ROUTED TO A GRAVITY OR LOW PRESSURE
CONDENSATE SYSTEM. IN THIS INSTANCE,
A 3/4 " LINE WILL BE ROUTED TO AN
ACCUMULATOR BEFORE BEING ROUTED TO A
CONDENSATE PUMP (SEE FIGURE 8-2).

Figure 8-1.  Trap Station Layout Schematic.


